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TO: Paul Tandler DATE _ JUne 9. 1978

FROM: John Schuster

SUBJECT: Analysis of AP Tank Overflow

In order to determine the source of the green discoloration of the
pond, an examination of the streams to the pond was made.

It was immediately apparent that the source was the discharge from
the AP settling tank.

Samples were taken of both the inlet and discharge of the tank and
analysis made for copper and pH. The results are listed below;

Sample
Inlet
Discharge

Copper
0.46
2.20 g/1

£H
4.3
4.1

It is possible some pond slime was left in the tank when the pond
was cleaned out last week and that the copper is being leached from
this residual slime and being discharged back into the pond.
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